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Please accept this plan of 

correction as our credible 

allegation of compliance.  The 

facility respectfully requests paper 

compliance for the K051 citation.  

If you require additional 

information please contact me 

directly at 574-722-4006.Terrence 

Jent, HFA

 K0000A Life Safety Code Recertification and 

State Licensure Survey was conducted by 

the Indiana State Department of Health in 

accordance with 42 CFR 483.70(a).

Survey Date:  06/21/12

Facility Number:  000140

Provider Number:  155235

AIM Number:  100266960

Surveyor:  Phillip Komsiski, Life Safety 

Code Specialist

At this Life Safety Code survey, Miller's 

Merry Manor was found not in 

compliance with Requirements for 

Participation in Medicare/Medicaid, 42 

CFR Subpart 483.70(a), Life Safety from 

Fire, and the 2000 edition of the National 

Fire Protection Association (NFPA) 101, 

Life Safety Code (LSC), Chapter 19, 

Existing Health Care Occupancies and 

410 IAC 16.2.

This three story facility with a basement 

was determined to be of Type II (111) 

construction and was fully sprinklered.  

The facility has a fire alarm system with 

smoke detection in the corridors, spaces 

open to the corridors.  All resident rooms 

had battery operated smoke detectors.  
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The facility has a capacity of 127 and had 

a census of 116 at the time of this survey.

Quality Review by Robert Booher, Life Safety 

Code Specialist-Medical Surveyor on 07/12/12.

The facility was found not in compliance 

with the aforementioned regulatory 

requirements as evidenced by the 

following:
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NFPA 101 

LIFE SAFETY CODE STANDARD 

A fire alarm system with approved 

components, devices or equipment is 

installed according to NFPA 72, National Fire 

Alarm Code, to provide effective warning of 

fire in any part of the building.  Activation of 

the complete fire alarm system is by manual 

fire alarm initiation, automatic detection or 

extinguishing system operation.  Pull stations 

in patient sleeping areas may be omitted 

provided that manual pull stations are within 

200 feet of nurse's stations.  Pull stations are 

located in the path of egress.  Electronic or 

written records of tests are available.  A 

reliable second source of power is provided.  

Fire alarm systems are maintained in 

accordance with NFPA 72 and records of 

maintenance are kept readily available.  

There is remote annunciation of the fire alarm 

system to an approved central station.     

19.3.4, 9.6

It is the policy of Miller's Merry 

Manor of Logansport to a have a 

fire alarm system with approved 

components, devices or 

equipment that is installed 

according to NFPA 72, National 

Fire Alarm Code.  The deficient 

practice has the potential to affect 

all residents.  The fire alarm 

circuit breaker was located on 

06/22/2012.  The circuit breaker 

is marked red and appropriately 

labeled "FIRE ALARM CIRCUIT 

CONTROL."  The breaker is only 

accessible to authorized 

personnel and is located behind a 

locked door in the 1st floor 

janitorial closet.  The 

maintenance supervisor will 

monitor the practice by visually 

07/20/2012  12:00:00AMK0051Based on observation and interview, the 

facility failed to install 1 of 1 fire alarm 

systems in accordance with NFPA 72, 

National Fire Alarm Code, 1999 Edition.  

NFPA 72, 1-5.2.5.2 requires the fire 

alarm circuit disconnecting means shall 

have a red marking, shall be accessible 

only to authorized personnel, and shall be 

identified as FIRE ALARM CIRCUIT 

CONTROL.  This deficient practice could 

affect all residents as well as visitors and 

staff.

Findings include:

Based on observation on 06/21/12 at 2:10 
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inspecting the circuit breaker as 

part of the monthly preventative 

maintenance program.

p.m. with the Maintenance Supervisor, 

the fire alarm system circuit breaker could 

not be located.  Based on interview on 

06/21/12 at 2:15 p.m. with the 

Maintenance Supervisor, it was 

acknowledged the location of the breaker 

for the fire alarm panel was unknown..

3.1-19(b)
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